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Reading this manual carefully before installation and using!




207189080E1

W= Foreword

ARFWAE T DA ARG 7. BER S, HEgErEE e,
AP ERDRSE T AT AR, EA R B
BEXTAS R B 7 fit AR AR 488 a6 200 oy A MV BRI AR N R A T M ) SR 34T

The manual describes industrial air conditioner series, wiring, operating instructions.
The manual is mainly used to guide users to install and maintain the series of air conditioners.
For the series of products of any operation must be made by the professional technicists

according to the requirements of the manual.
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7 B Declaration

RoHS Compliance Declaration of

Cabinet AC air conditioner

European Guidelines 2011/65/EU (RoHS)

Legal regulation for Substances
Dear Sir/Madam,

Referring to the European guideline of 2011/65/EU, we confirmed that according to the current
status of our knowledge and in accordance with the regulations, we could produce products

complying with above mentioned guidelines especially for below type:

TA 050SA

Yours sincerely

1 = &4} Brief Introduction


app:ds:brief
app:ds:introduction
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1.1 PR Product description

AP Z N FTF P ANR. B B T hil i 5 5 B & .
HEIEHJER: 229 280VAC  50HZz

HoAth e Y5 1 15 S L
R sk, AU R RE A, A A IR AR IR PR s T R LA E A .

This product is widely used in the indoor machine, battery cabinet, industrial control cabinet need
to be cooling occasions
Grid application scope: AC 230VAC 50Hz

Other power supply system, please refer to the nameplate.

Warning: In the process of transportation, storage and use must be in strict accordance with the

instructions on the package to keep air conditioning placed vertically upward.

1.2 BEH#R Model description

%4451/ For example:
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A O0x* /[ H*xx

A:

0% *x:

H* *x:

FriER 75 i/ Standard air conditioner;

H¥AE A * % X100W (L35/L35) // Cooling Capacity is * * X100W (L35/L35)
T HYE: 230VAC 50Hz//Power: 230VAC  50Hz;

] Bl % % X 100W (L35/L35) // Heating Capacity is * * X 100W (L35/L35).

1.3 & Conform to the standard

Standard Description
GB/T 17626 Electromagnetic compatibility(EMC)
GB4706.1 Safety household and similar electrical appliance

Environmental conditions existing in the application of electric and
GB4798.1 _

electronic products - storage

Environmental conditions existing in the application of electric and
GB4798.2 _

electronic products - transport

Environmental conditions existing in the application of electric and
GB4798.3 _

electronic products - use
CE The third party certification

2. w2 5iz% Packing and Shipping
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> TPRHAGEALE, O TRHCE TR N
Air conditioner packed in paper cases, the package includes Annex.
> RS EE S DN I

The air conditioner during the transportation, please pay attention to the following matters:

@ Warning

Kl 2-1 BREARFR IR
Figure2-1 Packing mark

LD i ulfCENS

e

> Wi EE B R b L A i ETRE. PEEEIE L P, R AR

During Handling or transport, Air conditioner must be upward placed as. i No inverted, flat,

excessive tilt and collision.
> TURONREEAES, EWEEE SRR, NANGER, SRR RS IREREE, AR b ST B E
HAbEY).

Air conditioner is precision instrument, in handling or transport process, should be handled
with care, package boxes do not step, prohibit standing or placing other heavy objects.
> PpizEisind AR, R, ik, B

During Handling or transporting, pay attention to moisture, water, rain.

3 = Z3E Installation

3.1 ZIHHER Before Installation
IR RDTFHLAU TN TA., 5B )], —FiRee ), &k, ZE.
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You have to prepare the following tools before installation: cross screwdriver, slot type screwdriver,

sealing strip, vice.

3.2 F %223 Air Conditioner Installation

> HRODIR:

1. 2R b AR TR e L R D) E s . AR S SR AT DT LR B S

S AR 15
2. WHETERURE, WS ENE by Q227 OB 2238, FkmesEkRA:)
i ,ﬁfﬁ,’% Nut MET TR SRR (f IR AP
' EHURT)
WL IEE Mounting Door MS& Nut(In turn into a flat
Stub bolt mat mat
=i
Air Conditioner &
~ [
SRR . °
- % i b e o
onditioning mounting hole .
1 A \J
3. TEIINL A% 5 HOR B KR N B2 38 5 XCRIR M K, 151ES %

[f14E
Cabinet

e
Cabinet

B

> Installation steps:
1. Draw on the cabinet mounting cut-out map according to Figure, cut off the shadow part.

Different models of air conditioner cabinet mounting cut-out maps refer to its specification.
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2. According to the direction of the schematic of installation, installed the air conditioner on the
cabinet. (This installation is installed in the stud mounting. It needs stub bolt)

3. The following picture shows the length of the post after the installation of the machine and after

the installation of the cabinet. Please refer to it.

> ARSE A IR AR B
1. EZfEmTG . SR, m R RS 55°C . R AL 95% I A T 1%
fifr 5
2. HAPRT" i 2R SR MRV A KT 32
3. FAPRIEHINE S B R4 DA N 2 B A E A B R AN AL 2 v K
4. PREEREEAE, BAER S ELSL 30 20 BhE AN FIEAT .

>  Double check lists after Installation:
1. Don’t apply this unit in high oil, burning gas, explosive gas, strong corrosively condition, the
ambient air must be under 55°C, and the humidity not higher than 95%;
2. Make sure that the lean of the product no more than 3°;
3. Make sure that the cabinet should be sealed well to avoid the cooling losing and avoid
ambient moisture penetrate into cabinet, this will avoid produce more condensate water;

4. Ensure that the product is up and running in upright 30 minutes.

3.3HS M4 Electrical Wiring

o

o A

&

22 A AP AT A AR AR T 0 U AT MO R, U T DL S 8 B A P R 24
CAE 2048, WA P ANRER € P i i 2E A 2 5 & i, TR AR SR IR 55 3817

Does Electrical Wiring according to the manual before use the air conditioner; we suggested
preferring to use cables in the attachments. You should call the After-sale Service Department, if

you cannot sure the cable specification be made by your-self.

3-1 H I FrEE

Figure 3-1 Schematic of power terminal
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Electrical wiring schematic diagram. FE/No. #iif/Describe \
BSEETEE L HLR KR (L)
@12345678910@ N |HEEL (D
] -] ] ] E] ] ] ] ] ® PE EE}:JE:I’@% (PE)
1
2 NA
3
4 |[JEiIERE (TR+)
S |EiRf#E (TR
6 | migdmih
(NO)
7 gk
(COM)
g | EEHH
(NC)
| | | 9 N
PR S et PN
\ L N PE 10 Control In /

4. Z4718%8 Operation Logic

4.1 FHLIE4T Running
R TEBOFR IR BTG, A n] 42 A2 i R 2 R 1 Ok s AT
FP ERE, EAIT B, KOS RWL. RS InEEE . SN ANL. EAENLEEAT

W o
R R o O 5 ) S s R A 1 RN RS

Completed and confirmed the wiring correct, then you can connect to the AC power to air
conditioner for the first time to run on electricity.

After power on air conditioner, first of all it will be self-checking: internal fan, temperature
sensor, heater, external fan, and compressor.

@ Warning

T BB TR, HARAREREE . A, WELEIYIR R, i@ N LT A

When the air conditioner is running, if there is abnormal noise, vibration, please cut off power
immediately and notify the professionals to inspect.
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4.2 #1324 Control Logic

AT R, AR, Bl | BRI

Operational mode: standby, cooling, heating, and alarming.
> FERBES

ARG B < R4 B i EIR . (CBRIA 35°C), WA TAAL TR, i g AT XL,
BN AR 2 1 KU .
>  Standby mode

If the return air temperature is lower than the default set point of Compressor start
temperature (35°C), the air conditioner is in a standby mode. At this time, the internal fan is running

only, the monitor displays the current return air temperature.

> AR

A 1B RGBT A HLR S B B (BRIA 35°C), IS iRHEABIA . AMRWLIEIZAT, BoRds

_r%hunc%ﬂmgﬁwowf FAHLEEY, B hREsE. FAEN— RS, BNETR AR
YEEAE CBRIA 5 405,

A B R <R E s R BiRE (BRA 35°C) —R4iblig T I ZE (BN 5°C), HIEANLEF
WEEATIN 2B NE AT ) CBRIA 5 200D, TR . BN RAHLSESCHT, R, SR
B G, S K.
>  Cooling mode

If the return air temperature is greater than or equal to the default set point of compressor start

temperature (35°C), the air conditioner enters the cooling mode. The external fan is running, the

monitor display < (‘stmbol The compressor is running after external fan 60 seconds, the £
symbol is bright. If the compressor is running, the minimum running time is less than the set time
(default time is 5 minutes).

If the return air temperature is less than or equal to the default set point of compressor start
temperature (35°C) subtracts compressor stop hysteresis temperature (5°C), and the compressor

running time is more than or equal to the minimum set time(the default time is 5 minutes),then the
compressor stopped. The ’X*symbol is extinguished. The external fan stopped after a while, and

the”:‘C symbol extinguished.
> R

EE R FESIAERAB IR (BN 0°C) -INAAEIZ AT EIZEEE (BRI 5°C), TN IT i,
RGN, Mo S,

A 1] R 2N G BB E (BRIA 0°C) +In#ASRIZAT I ZIRE (BRIN 5°CO, Mn#kds ik,

A

K.
VE: BTG FE I R LR,
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> Heating mode

If return air temperature is less than or equal to heater start temperature (0°C) subtracts

heater stop hysteresis temperature (5°C), the heater runs to heat the system and the £ symbol
bright.

If the return air temperature is greater than or equal to heater start temperature (0°C) plus

heater stop hysteresis temperature (5°C), the heater is stopped and the L symbol extinguished.

Attention: The heating function is only applicable to models with heater.

4.3 FEBMEHPB Instructions of Display Panel

FEIEFAROLY, PERGSERENIRE, 58N B B,

FHEGRAMAIREEE, AR BRI AR FRE:

W TR TR W SR SIS E N & S TR E (AP S50,

The display panel shows cabinet temperature under normal circumstance, and shows alarm
code when there is a malfunction.

In the bottom is the status bar, different lamp represents different status.

You can check and set various parameters of air conditioner by the display panel (User

Parameters).

Kl 4-1 TFHREBRE
Figure 4-1 the display panel diagram

S0
F

am = =
=] § =& & % % «» [set

R 41 PHREHERITE X

Table 4-1 the meanings of lamps on the display panel

f&/~AT 1 lamps 12 /I Description

N RS 2R A T A Bl P B IR S

\l/

Flashing when self diagnose or temperature setting mode

INHRFR TR S BLRE EAT Hve, W Ros S IR AT v

X

Lamp on when cooling
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WA A AR AT f A

Lamp on when heating

éﬂ WSROI AWLIE RIS AT

Lamp on when external fan is running

((co) NIRRT R A

Flashing when alarm

> RREEREAN:

X BRI, %R a i, KRR ERE, B KA e R MR R 2R
7 1Bl R A 2 S
> RBHE R A

FEERIRF, %K "8, R R ERE TR, FHE R "B EE — R MR [ 2

7 8] X FEE P 2 I
Ee AR N O TSR E, NS HESHERS-2; MASHHEEMARERE, EKA
M.

>  The evaporator temperature query:

Under the return air temperature interface, press“a "once will show evaporator temperature,
press again or press "M”, the monitor will return the main interface.

>  The Condenser temperature query:

Under the return air temperature interface, press®~ "once will show condenser temperature,
press again or press "M”, the monitor will return the main interface.

Attention: Air conditioner has been setting parameters, the default parameters refer to table 5-2;
Part of the parameters need to password, please contact our customer service.
> ZHRE:

KA Mt 5 7, BEASEHRERS, ZRSHNL, H“a v BEFESEHAY, EHE— MUY
Jra % Set" M Bz A M IS HUE, X "~ » "R  SHUEAT I E, WE SR
7 Set’it, [MIF B RSHMNIPRE. FRRSEIN M EATIR HZ2H EIRES, ERESHEYE
P M RN, B EA SRS HUE .

>  Parameter setting:

Long press "M" key for 5 seconds, enter the parameter setting mode, then display the code of
parameters, with "a « " key to select the code of parameters, select a code and press "Set" button
will display corresponding parameter values of the code, then re-use "a v " button can set the
parameters, after finished the setting, press "Set "button, back to display states. During the setting

mode, Press "M" key to exit the parameter setting mode, in the process of the parameter values
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setting by pressing "M" button that give up, quit, but does not change the parameter value.
*4-2 wEMG

Table 4-2 Setting Code

A SRR B 5 ] /I
Code Parameter name Default Value Range Remarks
Sz >hyE B
FO1 EJ@HLE EjJ/JJILE 35 20~50°C
Compressor start temperature
JE AL 1k ] 225
FO02 . 5 2~8C
Compressor stop hysteresis
temperature
Fh, S} E R 1ZIhEeY 4
FO3 INFAES IR B IR 0 15~15¢C | B Hsﬂﬁﬁﬁ? &
IR
Heater start temperature
This function is
DA b [m] 225 T -
FO4 T /52 5 1~15C ;)hnly apg)lllcabl_tt—:‘hto
Heater stop hysteresis temperature € models wi
heater.
BryE AL AR VE B
FO5 i I 55 35~70C
High temperature alarm
VB A Ak yE B
Low temperature alarm
FO7 B 1 1~255
Communication address

4.4 S 5H#E Alarm and Fault
R EE IE I SR E XRS5 20 22 B ow o) XU P A5 200G, 4520 e L N3

The monitor displays return air temperature at normal, If the alarms, temperature and alarm
codes are displayed alternately, the alarm code as follows:

% 4-3 WFEAY

Table 4-3 Alarm Code

RAG
Code

R AL B

Code Name

PR AL

Principle

[ S E RrS

Process Method
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(e L P8 T i i e

e JRHEL P A TR 5 L 4 i

Return air temperature

1. FHJ5 R R XU A
IRATA W e RIS
Use the multimeter to check

whether the return air

Internal fan alarm

15 3BT 0 B
The evaporator temperature
has been below zero in 15

minutes.

Return air ) o temperature sensor is short
EO1 sensor is short circuit or o o
temperature sensor o circuit or open circuit.
open circuit ‘ N
fault 2. 18] XTI AR R AR T %
Check whether the return air
temperature sensor is
loosening.
s s . o 28 R B2 A TR 2 15 T i
AR AL RS T E| RRGRE R e e |
BE IS
Evaporator Evaporator temperature
E02 . o Check whether the evaporator
temperature sensor | sensor is short circuit or
o temperature sensor is short
alarm open circuit
circuit or open circuit.
T ¥4 Bkl JEE A TR 2 15 T i
P I T AL AR 5 Y bl A AR R R BT |
BE SIS
Condenser Condenser temperature
EO3 . o Check whether the condenser
temperature sensor | sensor is short circuit or _
o temperature sensor is short
alarm open circuit o o
circuit or open circuit.
1. ARBIARREIE® TAF 1. A XBLER AT RALI %
The internal fan is not P2 A i v BAA Bl o
working properly. Check Whether the internal fan
PAWIREE 2. AREBHERE - HIES: | line is loosening.
EO4

2. ARG AN,
Check whether the system

leakage.
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1. ANRMIAREIE R T/
The external fan is not

working properly

1. KEEE AR RHLLR AT S KAL) %
BRI .
Check Whether the external fan

line is loosening.

alarm

higher than the set point.

SRR 2 2. ARSI IR B .
EO05 N 2. KERGETME.
External fan alarm | 3 /0T 77 |2
Check whether the system
The condenser temperature
leakage.
has been above 77 degrees
in 3 minutes.
1. K& RGN
1. REGNHIAFIAR L Check whether the system
U Lack of refrigerant leakage.
SR AR 5 4 \ e
2. ERAERE LR | 22 IR R R AR T
EO6 | Refrigerant leakage -
The evaporator R o
alarm
temperature sensor is Check whether the evaporator
loosening temperature sensor is
loosening..
\ : . WERTTE, 175 R o
i 4 PUERREE T | TRITR HEEERE
EO7 | Low temperature The cabinet temperature is The heater is running until the
alarm higher than the set point alarm elimination.
. e TP THG,, B2 EH
fel I 7 WU AR R v T I A -
/ﬂ‘? o
EO8 | High temperature | The cabinet temperature is

Open the cabinet door until the

alarm stop.
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4.5 HAh#Es#r 543 Other fault analysis and processing

RS

Fault state

JE PR M

Analysis of the reasons

HEHERR i

Solutions

MR EGEE, AR
et s, AREAEZ
.

Power on the
switch, the cabinet
temperature is too
high but the air
conditioner is not

working.

1\

2\

than the cabinet temperature.

3. RSk,

5% L BTG FL
Power failure or no power.
Vg i e T A N T

The cooling set temperature is higher

System fault.

1. M. K.
Check the power supply and the
electric circuit.
2. R4 T B L AENLE B
Setting cooling temperature
according to the needs.
3. WELTWLEBENRARKR.
Please contact professional

maintenance.

WA IET s e, (Hii
R RORA A

The air
conditioner is
running but the
cooling effect is not

good.

l\

is not match with the load.
2\

3. HAb ARG,

Other system fault.

MU 8 71 5 Gfis AL .

The cooling capacity of the air conditioner

RN SUNCTR

The ambience temperature is too high.

1. AR Gar RN B 26 I S 7 )
BB
To add or choose another air
conditioner according to the load.
2. TEBRTRYLEG ARSI B AR IR
TGN .
Ensure the machine is used in
the correct range.
3. WETMLEEAN AR
Please contact professional

maintenance.

BRI . RRET
1B, HHds RS
To R

The machine is
stopping suddenly,
and the electric

system is normal.

1\

equal to the cooling set temperature.

2. HAt ARG,

FE PR s BRI .

The cabinet temperature greater than or

Other system fault.

1. AR T B AR Shili 2

Setting cooling temperature

according to the needs.

2. WETAEBEN AR
Please contact professional

maintenance.
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5 = POERZEP Maintenance

> {fE#% T H Prepare tools

# 5-1 4k T H (Table 5 -1 Malignance Tools)

J¥*51INo. T.H Tools
1 Ji R /IMultimeter
2 7822 7]//Phillips screwdriver
3 — 222 J]//Slotted screwdriver

> HHE 483 Routine maintenance

NERENA RS RIFIZAT . HOKI KRR LR e, 4RFR&IEWIsT s Rk
e, B4R A PR G AE . ST M TUN B, R I DU AT

Purpose: To ensure the proper operation of the refrigeration system, smooth drainage, and the
safety and stability of the electrical system, maintain the normal operation and good performance
of the equipment, and avoid shortened equipment service life and reduced operational quality due

to improper maintenance, please strictly follow the following items as specified

5.1 AEE28E B/ Condenser clearance
N T RIS RE R IGIELT, BEEER kA& (USRI PR 28 B3O8 s ¥ ik
¥, A=W AMEIRREIBT P &4 =ik P55, A) B 32 FH /K B 46 25 S0 A B 2% i AT TE VR

To assure the cooling system running perfectly, the condenser should be cleared once
annually (if it is too dirty, the times can be increased) , this unit IP grade is IP55, so can clear the

condenser with water directly.
5.2 HE/KH 75 I 5738 /Drainage inspection and dredging
NHEKN S, 5 AN 2 WA K AL A2 1 2 28 O i

To ensure smooth drainage, it is necessary to check the drainage holes regularly for

blockages and dredge them.

5.3 HLR R4k /Electrical system check

MEft RG R, B EIRER T R
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Check the power supply and communication cable.

Check the unit running perfectly or not.

Check the cooling performance good or not.

Check the air conditioner at least 2 times every year.

5.4 ¥¥&/Maintance attention

AN R DL TS Ve A 7

or A8 I 1 ¥ R K P LU

A A RHL R BB 7R, AT B B .

A TA)ANASE A7 i, 355 5% P LA

R MR R IR T E A A iR ez, MR B AMENIME, HHMANBR, W
FrEme.,

Don'’t clear air conditioner with organic solvent.

PLS power off it before carry out maintains.

The external side fan can be cleaned with a brush if dust accumulated on fan blades.

Please power off the unit before long time stop running.

Screw firmly. Use screwdriver to screw the screws and watch whether the screw is loosening.
If the screw is loosening, please tighten it. Establish a systematic maintenance ledger to achieve

preventive maintenance.

5.5 43 id 5% 5 54 /> ¥ /Data Record
WL RGN K, SEILTRT P 4E .

Establish a systematic maintenance ledger to achieve preventive maintenance.
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6. FE R AR Warranty

> #1E 38 Warranty Period

PRER IR 12 N NP ST IRIZATIGE), Bk 18 4 (W bk BT HIGED, S5AF 5Hf
PR LA BRSO T -

The product guarantee period is 12 months from product up-running time or Max. 18 month
from product delivery date, or depends on agreement with the company.

> JFARYEE Warranty Coverage

AP GAECRABIIN, LR T/ AR B ot B T SRR, A AR R R4, Bk
B TR U bt bn T o B DA AR SR R 3 Rl )t P A J B ] B AR AB Y

L o RENN;
2) AREIRBE M) WS CUHLE IR A BE R ;

3) WTFAERE R ESAE PIEAT, BEE AR B TR S 2 ey U R
HBRAE BRI HRE;

4) AR BARIE R, LR T B e R R S AR W
5) F EAT B HEARRE dh F EAEAG S AR, B AR RIS IR 55 SR E 13 BRI 5
6) HWIKIAK . HR L PWOKSEAET AR 7103 AR )

During the warranty period, all belong to the product itself quality problems caused by fault, the
company will be free for you to repair; Household repair is required to provide the product label.
But by any of the following causes the failure does not belong to our warranty.

1) Out of the Warranty period
2) Cannot provide the product label(the product label is on the nameplate);

3) Because of the abnormal condition or environment ,or the instructions specified in the
inappropriate installation, maintenance or operation causes the fault;

4) Not caused by equipment failure, caused by user’s other equipment or software.

5) User changed or disassembles by their-selves, or maintained by the person without
authorization.

6) Caused by force majored such as fires, earthquakes, floods and other damage to the fault.
>  HBHEFEH Disclaim
AT A ORAEAL PR T AR R o Fm) 0 AT B8 B A SO AT 2R AT f 45 R AN B BT

The warranty is for the delivered products.
Irresponsible is for any loss that may be caused by equipment failure.
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7- [ AL Reclaim

BT b A P YT BR BSOS B A R 3 i I, 3 2R AR e B AR MBI AL B, 1 A0 48 2 R
JRF IR R AU B Lo idE AT AR B

At the end of the unit working life, the produce must not be disposed of as urban waste;
it must be taken to a special local authority differentiated waste collection centre or to a
dealer providing this service.



